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1. The following Division Specification Sections are hereby revised as follows:

a.

Section 23 22 26.00 20 — Disregard all references to copper piping and fittings in section 23 22
26.00 20. Copper piping and fittings will not be acceptable for use with low pressure steam
condensate systems.

Section 23 64 26 — Type M copper piping and fittings will not be acceptable for use with above
ground chilled water piping systems. Above ground copper chilled water systems shall use
Type L copper only.

Section 22 00 00 — Type M copper piping and fittings will not be acceptable for use with above
ground potable water piping systems. Above ground copper potable water piping systems
shall use Type L copper only with soldered or brazed joints.

Section 23 21 13.00 20 — Above ground copper low temperature heating water piping systems
may use Type L copper in lieu of the Type K indicated. Flared or compression copper joints or
fittings will not be acceptable. Soldered or brazed joints for these pipes and fittings will be
required.

Bidders must acknowledge receipt of this amendment prior to the hour and date specified in the Invitation
for Bid by one of the following methods: (a) By completing Items 8 and 15, and returning one (1) copy of
the amendment; (b) By acknowledging receipt of this amendment on each copy of the bid submitted; or
(c) By separate letter or telegram which includes a reference to the bid and amendment number.

FA
DES

ILURE OF YOUR ACKNOWLEDGMENT TO BE RECEIVED AT THE PLACE
IGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATA
SPECIFIED MAY RESULT IN REJECTION OF YOUR OFFER

[End of Amendment 1]



